TABLE EC-1

ENERGY COSTS AT LANTNAVFACENGCOM ACTIVITIES

ACTIVITY SUPPLIER
LANTOPS AREA:
NAVSTA Norfolk Va. Power
Oceana Va. Power
Dam Neck Va. Power
Little Creek Va. Power
Fort Story Va. Power
Carper Housing Va. Power
Shipyard Va. Power
Naval Hospital Va. Power
St. Juliens Creek Va. Power
Cheatham Annex Va. Power
Yorktown Va. Power
Camp Peary Va. Power
Northwest Va. Power
Lafayette River Va. Power
Fentress Va. Power
Woodbr. Crossing Va. Power
Craney Island Va. Power
Camp Lejeune CP&L

Jones EMC
Cherry Point CP&L

Carteret Craven EMC
Sugar Grove Monongahela Pwr.
Bermuda BELCO
Roosevelt Roads PREPA
Iceland SRHC
GTMO
Europe Cont. Code 164 - R. Morris

757 322-4689

NORTHDIV AREA:

NAS Willow Grove PECO

ASO Philadelphia PECO

NAWC Warminister PECO

NWS Earle Jersey Central
NAWC Lakehurst Jersey Central

COST/KWH

$.01968
$.01968
$.01968
$.01968
$.01968
$.01968
$.01968
$.01968
$.01968
$.01968
$.01968
$.01968
$.01968

$.04300
$.04300
$.04300
$.04300

$.03692
$.07240
$.03692
$.05550
$.02489

$.07635
$.02800
$.04450
$.07240

$.03500
$.03500
$.03500

$.09500
$.09500

TABLE EC-1 (Cont'd)
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ENERGY COSTS AT LANTNAVFACENGCOM ACTIVITIES

ACTIVITY

SUPPLIER

NORTHDIV AREA: (Cont'd)

Portsmouth NSY
NAS Brunswick

NAS S. Weymouth
New London

NETC Newport
SPCC Mechanicsburg

EFA CHES AREA:

NMRC Bethesda
NSWC Carderock
NCD Cheltenham
NSWC White Oak
NSWC Indian Head

Naval Observatory
Wash Navy Yard
Marine Barracks
Nav. Res. Lab
Nav. Security Sta.

NAS Patuxent River
NESEA

Nav. Res Lab.
NSWC Indian Head

NSWC Dahlgren

Arlington Ser. Citr.

HQ Mar. Corps, Hend. Hall
Nav. Res. Lab

U.S. Naval Academy
Taylor Res. Ctr., Annap.
NRC Baltimore

MCCD, Quantico

3 ser. @ rate MS

1 ser. @ rate GS-3

3 ser. @ rate GS-2

1 ser. @ rate PS-10A

Central Maine Pwr
Central Maine Pwr

Mass. Elec.
City of Groton
Newport Elec.
PA Pwr &Lt.

PEPCO-MD
PEPCO-MD
PEPCO-MD
PEPCO-MD
PEPCO-MD

PEPCO-DC
PEPCO-DC
PEPCO-DC
PEPCO-DC
PEPCO-DC

SMECO
SMECO
SMECO
SMECO

Va. Pwr.
Va. Pwr.
Va. Pwr.
Va. Pwr.

BG & E
BG & E
BG & E

Va. Pwr.
Va. Pwr.
Va. Pwr.
Va. Pwr.

COST/KWH

$.04600
$.04600

$.03794
$.04230
$.12736
$.03210

$.02600
$.02600
$.02600
$.02600
$.02600

$.05000
$.05000
$.05000
$.05000
$.05000

$.02400
$.02400
$.03500
$.03500

$.01968
$.01968
$.01968
$.01968

$.02800
$.13400
$.13400

$.01968
$.04380
$.01173
$.03809
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TABLE EC-2

ENERGY COSTS AT SOUTHNAVFACENGCOM ACTIVITIES

ACTIVITY

Andros Island
Ascension Island
Barksdale AFB
Blount Island
Cape Canaveral
Charleston AFB
CSS Panama City

Detroit

DFSP Alaska
DFSP Charleston
Eglin AFB

Great Lakes Complex

Indian NAWC
Keesler AFB

MCAS Beaufort
MCLB Albany
MCRD Parris Island
NAS Atlanta

NAS Corpus Christi
NAS FT Worth
NAS Jacksonville

NAS Key West
NAS Kingsville
NAS Memphis
NAS Meridian
NAS New Orleans
NAS Pensacola
NAS Saufley

NAS Whiting Field
NASC Louisville
NCBC Gulfport
NH Beaufort

NH Charleston
NISE

NPC Frindley

SUPPLIER

Unknown
Unknown
SWEPCO

JEA

FP&L

Santee Cooper
Gulf Power

Unknown
Unknown

SCE&G

Unknown

COM. Edison
Unknown
Mississippi Power

SCE&G
Georgia Power
SCE&G
Georgia Power
Central P&L
TESC

JEA

City Electric System
Central P&L

TVA

EMEPA

LP&L

Gulf Power

Gulf Power

Gulf Power
Unknown
Mississippi Power
SCE&G

SCE&G

SCE&G

Unknown

COST/KWH

$0.0200
$0.0200
$0.0272
$0.0413
$0.0592
$0.0221
$0.0277

$0.0200
$0.0200
$0.0297
$0.0200
$0.0340
$0.0200
$0.0350

$0.0239
$0.0585
$0.0234
$0.0636
$0.0212
$0.0254
$0.0329

$0.0698
$0.0247
$0.0211
$0.0297
$0.0116
$0.0276
$0.0275

$0.0277
$0.0200
$0.0350
$0.0235
$0.0231
$0.0297
$0.0200

TABLE EC-2 (Cont'd)
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ENERGY COSTS AT SOUTHNAVFACENGCOM ACTIVITIES

NS Ingleside

NS Mayport

NS Pascagoula

NSA Nola East Bank
NSA Nola West Bank
NSB, Kings Bay, GA
NTTC Corry

NWS Charleston
NWS Crane
Orlando Complex
Pope AFB
Selfridge ANG

Seymour Johnson AFB
Shaw AFB

Shaw AFB

Stennis SPC

Tinker AFB

Central P&L

JEA

Singing River EPA
New Orleans Publ Serv
LP &L

Georgia Power

Gulf Power

SCE&G

PSI Energy

Orlando Utilities Com
Unknown

Detroit Edison

Unknown

Black River CoOp.
CarolinaP & L
Unknown
Unknown

$0.0191
$0.0329
$0.0502
$0.0398
$0.0116
$0.0274
$0.0276

$0.0238
$0.0171
$0.0351
$0.0200
$0.0340

$0.0200
$0.0200
$0.0200
$0.0200
$0.0200
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TABLE US-1 - XFMRLOSS & IMP DATA, EC<= $.04

A=53 LANTDIV
B=21 Code 404
Use this data for Energy Cost (EC) <= $0.04 Sep '96

Sec Unit Substation
4160v - 480Y/277v

kVA 300 500 750 1000 1500 2000 2500
NLL 548 805 1091 1345 1800 2227 2655

LL 2346 3554 5041 6324 9049 13145 16685
Min %Z  2.95 3.4 5.32 5.32 5.32 5.32 5.32

Sec Unit Substation
4160v - 208Y/120v

kVA 300 500 750 1000 1500
NLL 527 791 1045 1391 1773

LL 2803 4402 6455 8137 12596
Min %Z  2.95 3.4 5.32 5.32 5.32

Sec Unit Substation
12470v - 480Y/277v

kVA 300 500 750 1000 1500 2000 2500
NLL 582 818 1091 1345 1727 2336 2700

LL 2145 3304 4711 6076 8360 11216 13562
Min %Z 3.3 3.35 5.32 5.32 5.32 5.32 5.32

Sec Unit Substation
12470v - 208Y/120v

kVA 300 500 750 1000 1500
NLL 591 807 1064 1382 1809

LL 2532 4087 6050 7222 11497
Min %Z 3.3 3.35 5.32 5.32 5.32

Sec Unit Substation
24940v - 480Y/277v

kVA 300 500 750 1000 1500 2000 2500
NLL 618 845 1164 1409 1964 2427 2891

LL 2231 3305 4478 5789 8272 10572 14396
Min %Z  3.35 3.35 5.32 5.32 5.32 5.32 5.32

TABLE US-1 - XFMRLOSS & IMP DATA, EC<= $.04 (Cont'd)
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kVA

NLL

LL
Min %Z

kVA

NLL

LL
Min %Z

kVA

NLL

LL
Min %Z

300
623

2528
3.5

300
627
1939

300

627

2288
3

Sec Unit Substation
24940v - 208Y/120v

500

836
4173

3.5

750
1173
5780
5.32

1000
1409
7232
5.32

Sec Unit Substation
34500v - 480Y/277v

500
886
3359
4

750
1227
4395
5.32

1000
1473
5631
5.32

Sec Unit Substation
34500v - 208Y/120v

500
873
4090
4

750
1209
5678
5.32

1000
1455
7244
5.32

1500

1955
12164

5.32

1500
1991
8198
5.32

1500
2045
11486
5.32

2000
2500

10175
5.32

2500
2936

13500
5.32
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TABLE US-2 - XFMRLOSS & IMP DATA, $.04< EC<= $.08

A=95 LANTDIV
B=3.3 Code 404
Use this data for Energy Cost: $0.04 < EC <= $0.08 Sep '96

Sec Unit Substation
4160v - 480Y/277v

kVA 300 500 750 1000 1500 2000 2500
NLL 582 782 1091 1391 1818 2145 2627

LL 2145 3265 4702 5958 9024 11864 16030
Min %Z 3.2 3.3 5.32 5.32 5.32 5.32 5.32

Sec Unit Substation
4160v - 208Y/120v

kVA 300 500 750 1000 1500
NLL 573 791 1109 1300 1355

LL 2512 4030 5948 7908 12849
Min %Z 3.2 3.3 5.32 5.32 5.32

Sec Unit Substation
12470v - 480Y/277v

kVA 300 500 750 1000 1500 2000 2500
NLL 577 855 1164 1427 1982 2145 2809

LL 1923 3013 4299 5605 8020 10072 15047
Min %Z 3.5 3.5 5.32 5.32 5.32 5.32 5.32

Sec Unit Substation
12470v - 208Y/120v

kVA 300 500 750 1000 1500
NLL 586 855 1164 1409 1445

LL 2253 3778 5553 6789 11825
Min %Z 3.5 3.5 5.32 5.32 5.32

Sec Unit Substation
24940v - 480Y/277v

kVA 300 500 750 1000 1500 2000 2500
NLL 659 945 1273 1527 2073 2491 3045

LL 2067 3017 4142 5332 7591 9688 13332
Min %Z 3.3 3.6 5.32 5.32 5.32 5.32 5.32

TABLE US-2 - XFMRLOSS & IMP DATA, $.04< EC<= $.08 (Cont'd)
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kVA

NLL

LL
Min %Z

kVA

NLL

LL
Min %Z

kVA

NLL

LL
Min %Z

300

609
2514

3.3

300
673
1912

300

650

2212
3

Sec Unit Substation
24940v - 208Y/120v

500

936
3771

3.6

750
1245
5405
5.32

1000
1500
6830
5.32

Sec Unit Substation
34500v - 480Y/277v

500
973
2980
4

750
1318
4040
5.32

1000
1573
5220
5.32

Sec Unit Substation
34500v - 208Y/120v

500
945
4715
4

750
1291
5275
5.32

1000
1582
6635
5.32

1500
2000
10594
5.32

1500
2182
7613
5.32

1500
2082
10955
5.32

2000
2609
9514
5.32

2500

3182
12808

5.32
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TABLE US-3 - XFMRLOSS & IMP DATA, $.08< EC<= $.12

A =137 LANTDIV
B=45 Code 404
Use this data for Energy Cost: $0.08 < EC <= $0.12 Sep '96

Sec Unit Substation
4160v - 480Y/277v

kVA 300 500 750 1000 1500 2000 2500
NLL 573 800 1118 1445 1918 2427 2809

LL 1993 3068 4405 5621 9084 12383 16555
Min %Z 3.3 3.5 5.32 5.32 5.32 5.32 5.32

Sec Unit Substation
4160v - 208Y/120v

kVA 300 500 750 1000 1500
NLL 573 814 1118 1291 1664

LL 2323 3809 5806 7464 13045
Min %Z 3.3 3.5 5.32 5.32 5.32

Sec Unit Substation
12470v - 480Y/277v

kVA 300 500 750 1000 1500 2000 2500
NLL 636 900 1200 1482 1973 2400 2782

LL 1769 2647 3913 5645 7996 9903 12737
Min %Z 3.5 3.7 5.32 5.32 5.32 5.32 5.32

Sec Unit Substation
12470v - 208Y/120v

kVA 300 500 750 1000 1500
NLL 632 886 1182 1500 1891

LL 2132 3538 5337 6321 10515
Min %Z 3.5 3.7 5.32 5.32 5.32

Sec Unit Substation
24940v - 480Y/277v

kVA 300 500 750 1000 1500 2000 2500
NLL 673 936 1209 1591 2136 2545 2591

LL 1912 2790 3932 5134 7608 9741 12944
Min %Z 3.6 3.6 5.32 5.32 5.32 5.32 5.32

TABLE US-3 - XFMRLOSS & IMP DATA, $.08< EC<= $.12 (Cont'd)
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kVA

NLL

LL
Min %Z

kVA

NLL

LL
Min %Z

kVA

NLL

LL
Min %Z

300

650
2473

3.6

300
723

1853
3.5

300
691

2111
3.5

Sec Unit Substation
24940v - 208Y/120v

500

927
3507

3.6

750
1300
5125
5.32

1000
1591
6598
5.32

Sec Unit Substation
34500v - 480Y/277v

500
991
2773
4

750
1364
3750
5.32

1000
1682
4846
5.32

Sec Unit Substation
34500v - 208Y/120v

500
964
3593
4

750
1355
4938
5.32

1000
1682
6337
5.32

1500
2000
10358
5.32

1500
2200
6946
5.32

1500
2118
10146
5.32

2000
2755
9274
5.32

2500

3200
12330

5.32
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